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@ ADA Toilet Rooms

(BROOMFNISH) - 7 - - - - - - ‘ﬁ - - \@

PROPOSED FLOOR PLAN- WHITE BOX - RETAIL

FLOOR PLAN LEGEND:

EXISTNG 8" CBS UALL U/ PANTED
ML S2esRiss  exrerof sioe onwr

EXISTING 8" CB5 WAL W/ EXTERIOR
I cLaoone sveter

TTTITT EXISTNG 8 GBS WAL W/ EXTERIOR
T copRe sveren Asove

NEW 3-5/8" MTL. STUD WALL PARTITION
RIS (UON) @ 16" OC. 4 5/8" DRYUALL ON
EACH 8IDE. SEE DETAILS © |8-200.

DETALS ¢ L6-200,

® DOOR MARK.
8EE DOOR SCHEDULE

® STOREFRONT MARK.
SEE STOREFRONT SCHEDULE

E——  PeRTmONTYRE

CEILING PLAN LEGEND:

@7 NEW LED RECESSED LIGHT FIXTURE
£

@ EXISTNG EXIT LIGHT

-

5.4 NEW EXHAUST FAN

ADA TOILET NOTES:

1. STEEL STUDS SUPFORTING WALL HUNG PLUMBING
FIXTURES SHALL BE DOUBLED ORNOT LESS THAN 20
GAGE WITH A MINIMUM EFFECTIVE MOMENT OF INERTIA
EQUAL TO 0264 N

2. PROVIDE $OLID WOOD BLOCKING AT ALL
ACCEBEORIES.

3. THE WALLS AND FLOORS OF ALL PUBLIC
RESTROOMS EHALL BE LINED WITH NON ABSORBENT
MATERIALS TO A HEIGHT OF 4' AFF.

4. HW ¢ DRAN PIPES UNDER LAVATORIES SHALL BE
INSULATED OR CONFIGURED 10 PROTECT AGAINST
CONTACT. THERE SWALL NOT BE SHARP OR ABRASIVE
BURFACES UNDER LAVATORIES.

SEE PLAN YR ELEV.

FIRE RESISTANT
SEALANT

EXTEND WALL FRAMING

%! GYP. BD. TYR X"
HiGH MPACT TAPED ¢
ON 3-5%" 10 GA

MIL.S1UDS @ 16" OC.
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SEPARATING HABITABLE
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SILL TRACK-

BASE SEE SCHEDULE

FLOOR SLAB 4 FINISH
FER SCHEDULE

| HR FIRE RATED WALL TYPE

NOTE:

FIRE RESISTANCE RATED GLAZING,
TESTED TO ASTM E-II9, CAN BE USED
UP TO MAXIMUM SIZE TESTED IN ALL
60 MIN. APPLICATIONS.

SEE PLAN TYR, ELEV,
BOTTON GF FLOOR/
STRUCTURE ABOVE

5/8" GYP. BO:
TARED ¢ PANTED N
EACH 8IDE

ON 3.5 OR 20 GA
ML sTps © le* oc.

SEE PLANELEV.
CEILING LINE
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FLOOR SLAB £ FNicH
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MANACA 6OUTH MIAMI CENTER, LLC.
200 FONCE DE LEON BLVD. SUITE %60
CORAL GABLES, FLORIDA 33134

CONTACT: MATA EL-NAFFY

(305) 600-0005
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